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4. | A) Specification section 14 21 00 (electric traction | 3/1/2013 Room adjacent to

passenger elevator) item 2.2-A call for electric
traction passenger elevator model 400A (or
equal). Plans show a machine room which implies
a hydraulic type elevator. Please verify.

B.) In the same specification, 2.2-B-4, it calls for 2
units while the plans call for 1 only. Please confirm
number of units required.

Elevator is a machine
room. ELEVATOR IS
HYDRAULIC.

Only one four stop
elevator is required.




